Kansas Department of Hedlth and Environment
Proposed New Regulations

Article 15a. Primary Drinking Water Regulaions

ENHANCED FILTRATION AND DISINFECTION
FOR SYSTEMS SERVING 10,000 OR MORE PEOPLE

28-15a-170. Generd requirements for enhanced filtration and disinfection for subpart H
systems serving 10,000 or more people. The provisions of 40 CFR 141.170, asin effect on July 1,
2003, are hereby adopted by reference with the following dterations:

(@ 40 CFR 141.170(c) shdl be deleted.

(b) 40 CFR 141.170(d) shall be replaced with the following: “The persons operating
Subpart H public water supply systems that did not conduct optional monitoring under 40
CFR 141.172 because the public water supply systems served fewer than 10,000 persons when
such monitoring was required, but serve more than 10,000 persons before January 1, 2005 shal
comply with 40 CFR 141.170, 141.171, 141.173, 141.174, and 141.175. The persons operating
these public water supply systems shal dso consult with the state to establish adisnfection
benchmark. Each person that operates a public water supply system who decides to make a
ggnificant change to the disinfection practice, as described in 40 CFR 141.172(c)(1)(i) through
(iv), shdl consult with the state before making the change.” (Authorized by and implementing

K.SA. 65-171m; effective P- )
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28-15a-172. Disinfection profiling and benchmarking for subpart H systems serving 10,000 or
more people. The provisons of 40 CFR 141.172, asin effect on July 1, 2003, are hereby adopted by

reference. (Authorized by and implementing K.SA. 65-171m; effective P- )
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28-15a-173. Enhanced filtration requirements for subpart H systems serving 10,000 or more
people. The provisons of 40 CFR 141.173, asin effect on July 1, 2003, are hereby adopted by

reference. (Authorized by and implementing K.SA. 65-171m; effective P- )
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28-15a-174. Enhanced filtration sampling requirements for subpart H systems serving 10,000
or more people. In addition to the monitoring requirements of K.A.R. 28-15a-74, each person who
operates a public water supply system that is supplied by surface water or groundwater under the direct
influence of surface water, serves at least 10,000 people, and provides conventiond or direct filtration
treestment shal comply with the filtration sampling requirements contained in 40 CFR 141.174, as
in effect on July 1, 2003 and hereby adopted by reference. (Authorized by and implementing

K.SA. 65-171m; effective P- )




Kansas Department of Hedlth and Environment
Proposed New Regulations

Article 15a. Primary Drinking Water Regulaions

ENHANCED FILTRATION AND DISINFECTION
FOR SYSTEMS SERVING 10,000 OR MORE PEOPLE

28-15a-175. Enhanced filtration and disinfection reporting and recordkeeping requirements for
subpart H systems serving 10,000 or more people. In addition to complying with the reporting and
recordkeeping requirements of K.A.R. 28-15a-75, each person who operates a public water supply
system that is supplied by surface water or groundwater under the direct influence of surface water,
serves at least 10,000 people, and provides conventiond or direct filtration trestment shal comply with
the reporting and recordkeeping requirements contained in 40 CFR 141.175, asin effect on duly 1,
2003 and hereby adopted by reference. (Authorized by and implementing K.S.A. 65-171m; effective

P- )




